Al-Nahrain Journal for Engineering Sciences (NJES) Vol.20 No.1, 2017 pp.158 - 166

Investigation and Enhancement Using Different Types of
Pipelines for the Servo Hydraulic System with PID Controller
Tuned Using Fuzzy Logic
Shaymaa M. Mahdi
Control and Systems Engineering Department
University of Technology – Baghdad
shymhmhy@yahoo.com

Abstract
With the hydraulic system; one such
nonlinearity is the effect of pipeline types.
Different types of improving hydraulic
systems, along with their nonlinearities,and useof
automatic controller are cited in the literature. For
example,M. Montanari, etal., 2004[1]analysed an
actuated hydraulic clutch for commercial cars,also
they presened a design ofa simplified system
model forclosed-loop controller.Using the
simulated model allows carrying out the
performance directlyand avoiding expensive error
design by fixing the system specifications before
actual implementation.
M. A. M. Elbashir, 2007 [2],introduced the
hydraulic transient for the different components
using the graphical method and the method of
characteristics to construct models (using the
FORTRAN language) so as to calculate and
simulate transients in a pipeline. The graphical
solution was found to agree well with the
computer solution.
Yousefi, et al [3], presented a promising unique
evolutionary
algorithms
(the
Differential
Evolution (DE) algorithm) in order to handle the
non-linear constraint functions as well as finding
the best parameters for having a flexible load of
the servo-hydraulic system.
T. M. Menshawy, et al. [4],built a model of the
electrohydraulicsystem. It has been validated and
used
experimentally to
investigate
the
performance of the system when working under
several operating status, such as using different
lengths of connecting hoses,after connecting
hoses versus pump flow rate a hydraulic losses
may be measured, while in the hydraulic cylinder
chamber versus solenoid current, the developed
transient pressure can be gauged. The resultant
program was built with in Simulink program after
taking the system’s elements mathematical
modelling.
X. Jinghua et al., 2010 [5], modelled a beam
of long straight pipe.After solving and analysing
the pipe system effect using the sensitivity
analysis method, the results showed that the most
significant effective factor was that of the pipe

This paper aims to investigate the effect of
using different types of pipelines with the servo
hydraulic system enhanced with PID controllers
tuned by fuzzy logic. The mathematical models of
several types of pipelines with different
specifications (i.e. area variations in the pipe,
disturbance source, etc.) are developed. The effect
of the modified pipelines on the position control
system at spool displacement is tested,since the
servo hydraulic systems are difficult to control
due to nonlinearity and complexity of their
mathematical models. A PID controller tuned
using fuzzy logic technique is used to improve the
servo hydraulic system response.The results show
that the mathematical models of the pipelines
have a significant effect on the performance of the
position control system at spool displacement
according to the used pipeline type.Furthermore, a
more desirable time response specifications and
less steady state error are achieved after using the
proposed controller.
Keywords: Servo Hydraulic System, Pipelines,
PID controller and Fuzzy Logic Technique.

Introduction:
Many industrial plants are using servo
hydraulic systems because they are able to
achieve large forces and torques with high speeds.
From several years ago, servo hydraulic systems
have been commonly used in recent manufactures
because of their strength, high power-to-weight
ratio, reliability, precision, and controllability.
They are oftentimes working in high-performance
applications. These applications include the
control of active suspension systems, power
steering systems, material testing systems, earthmoving industries, load simulators, control of
multi-axis robotic manipulators, pushing cheese
production into large fiberglass trays, pack your
bags for pack expo, and high-pressure hydraulic
cylinders that provide muscle for pipe laying.
However, the rather complex structure of such
drive systems makes it difficult to develop
suitable, preferably low-order models of the
dynamic of the plant. Because of its component
nature, a number of nonlinearities have appeared
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system. The authors then built an optimised
model of the system with the pipe system.
Yi Jiangang, et al., [6], proposed a control
algorithm for digital PID controller with variable
periods of the electric-hydraulic servo system
position to be controlled. The results show the
controller's ability to reduce the angle position
time response, as well as reducing the system
overshoot at the same time, meeting the
requirements for the angle position control
system.
Y. Efe [7] presented a manipulator robot model
of a hydraulic servo system, accomplished by
using a number of different methodologies.
Ayman A. Aly [8],developed and implementedthe
self-tuning fuzzy PID controller in positioning
fluctuation of an electrohydraulic servo system.
The results showed that the self-tuning fuzzy PID
control system can efficiently improve the
dynamic characteristics.Several componentizes
have conducted different research on pipelines.
These researches provide an overview of a new
pipeline hydraulics modelling capability that
eliminates the need to employ separate third-party
tools for pipeline hydraulics [9].
Zulfatman et al. [10], developed and improved
the performance of the electro-hydraulic system
usingthe self-tuning fuzzy PID controller, wherein
the system performance has been improveas
compared to classical PID controller.
This paper will focus on the pipelines'
nonlinearity effect on the pressure transformation
between the servo valve and the cylinder,
considering the pressure transmission plays a very
important role in the hydraulic system, such as the
vehicle clutch performance.
It will be orderly in sections as below: Section
2 presents the open loop response ofa hydraulic
system for different types of pipelines.An
introduction and
improvement using a
PIDcontroller after tuning by the fuzzy logic
technique will be discussed in Section 3.Finally
section 4 describe the Conclusions.

lines, which carry the oil from one location to
another.
The servo hydraulic system modelling has
been studied and improved in the earlier paper
using the MATLAB\Simulink program [11]. In
this study, the focus is on one of the neglected
nonlinearities of the hydraulic system—the
pipelining system type and its influence on the
system which has a great effect according to the
connecting of the pipeline as well as the pipe
length and other problems, in this paper some of
these will be shown and studied with in the
system’s modelas illustrated in Figure 1.
The basic job of pipelines is to provide
connection for pressure between the valve and the
hydraulic cylinder. Since building cost is high as
well as due to the safety factor and controllability,
they are considered in the choosing of the suitable
pipelines for any system according to their
application compared to focusing on the
production losses that may happen because of the
incorrect system’s designs.
Transient operation—including changes in
temperature, composition, and pressure inside oil
and gas pipelines—is common, and must be taken
into account. In addition, start-ups, shutdowns,
and downstream production requirement changes
to the steady-state conditions must be considered
in a dynamic model.

1) Open loop servo-hydraulic system
model
A hydraulic system is an arranging of
interrelated components that uses a liquid under
pressure to supply energy transmission and
control.
The hydraulic systemis composed of six basic
components: carrying the hydraulic oil with in a
tank; forcing the oil with a certain flow rate by a
pump through the system; controlling the oil
direction, pressure, and flow rate with in the
valves; transforming the pressure of the oil inside
an actuator to mechanical force or torque to do a
helpful work (theyare in the form of cylinders or
motors); and a piping system, or transmission

Figure 1: Modelling the servo hydraulic system
with pipeline effect.
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All of these requirements make pipeline
hydraulics an extremely important step in field
developmentplanning. Therefore, the accurate
modelling of the pipeline and the connection
between the pipelineand the equipment for
midstream and upstream processing is
fundamental in assuring optimised flow and
production throughout the lifecycle of the field as
well as safe operations of the entirenetwork. This
model can be used to optimise new production,
and revamp or add new assets to anexisting
process [9].
In practice, it is set to evident losses in the
pressure for all types of totally progressinginner
flows (turbulent or laminar flows, smooth or
rough surfaces, horizontal or inclined, circular or
noncircularpipes) whether with fluids flowing in
pipes, passages, ducts . . . etc.
Generally, the fluid flows in two types, laminar
and turbulent flow, depending on important
aspects of low Reynolds number flows. For
instance, the most common form of pump, the
heart, operates cyclically in the laminar to
turbulent transition region, pumping a complex
fluid with living cells and solids in suspension,
whilst the flow of nutrients in plants occurs
wholly in the laminar region [12].
A system loss factor can be define as the nondimensional section in whole pressure between
the extreme ends of two long straight pipes or
passages as in equation (1) [12]. Laminar flow is
linked by very viscous fluids or with lower
velocities and smaller dimensions. We see that the
turbulent flow is a flow thataltered static pressure
and velocity distribution [12].
∆𝑝𝑓
𝑙 𝜌𝑣 2
⎧ λ
𝑎𝑡 𝑎 𝑠𝑡𝑟𝑖𝑎𝑔ℎ𝑡 𝑑𝑖𝑠𝑡𝑎𝑛𝑐𝑒
𝑑 2
⎪
⎪
2
𝜌𝑣
= ξs
𝑎𝑓𝑡𝑒𝑟 𝑎 𝑑𝑖𝑠𝑡𝑢𝑟𝑏𝑎𝑛𝑐𝑒 𝑠𝑜𝑢𝑟𝑐𝑒
2
⎨
2
⎪
⎪ 𝜌𝑣
⎩ξ 2 𝑎𝑡 𝑎 𝑠𝑖𝑛𝑔𝑙𝑒 𝑑𝑖𝑠𝑡𝑢𝑟𝑏𝑎𝑛𝑐𝑒 𝑠𝑜𝑢𝑟𝑐𝑒
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Figure 2 : The input voltage (u).

Figure 3 : Modelling of the suggested
pipeline types.

1) At straight distance λ
Viscosity causes fluid particles immediately
adjacent to rigid surface to be brought to rest.
With increasing distance from a surface, fluid
particles are less and less influenced by the
surface, and so the velocity increases up to
maximum, which is usually at the pipe or passage
centre line. In pipes and passages, the flow is
confident so that events in the boundary layer on
one part of the perimeter are communicated
indirectly to all flow.
The longpipe or passage before the component
ensures a developed flow at inlet and the long
pipe or passage at outlet from the component
ensures that losses caused by the flow redeveloped after the components are debited to the
component.
Straight pipes and passages are considered first
since they provide the inlet conditions for
components as well as being of importance in
their own right. Discussion of component flow
starts with straight wall diffusers, which have
single adverse pressure gradients. The friction
gradients developed by the inlet and outlet are
projected to the component and the difference
between them is established. The loss coefficient,
λ, is given by equation (2) [12].

… (1)

Where λ isthe loss coefficientat a straight
distance, ζs is the loss coefficient after
disturbances and ζ is the loss coefficient at a
single disturbance source.
Assuming the hydraulic density ρ = 800 K kg/m
and the flow velocity is constant throughout the
𝑄 +𝑄
pipes ( 𝜈 = 1 2 ) and d is the pipeline
2
diameter, Figure 2 shows the input signal used for
the servo hydraulic system, while Figure 3 shows
the Simulink MATLAB representation for the
types of pipelines suggested and used for the
modelling in this paper with example for open
loop response as follows:
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λ=

⎧
⎪

64

𝑅𝑒

0.316

𝑅𝑒 < 2300

𝐿𝑎𝑚𝑖𝑛𝑎𝑟 𝐹𝑙𝑜𝑤
2300 < 𝑅𝑒 < 105

⎨ 4√𝑅𝑒
⎪
⎩ 𝑇𝑢𝑟𝑏𝑢𝑙𝑒𝑛𝑡 𝐹𝑙𝑜𝑤 𝑖𝑛 𝑆𝑚𝑜𝑜𝑡ℎ 𝑃𝑖𝑝𝑒𝑠
where Re is Reynolds number.
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of the system. Similarly, the second test example
had the pipeline length L = 1 m and the pipeline
diameter d = 0.85 and the Figure 5b. illustrate the
response of the system.

… (2)

It is convenient to nominate loss coefficients at
a particular Reynolds number as being basic loss
coefficients. To date, loss coefficients are only
known over limited range of Reynolds numbers.
Virtually, no data is available for loss coefficient
above Reynolds number of 105 [12].
 For laminar flow Re = 2000(Re< 2300 )
The first test example had the pipeline length L
= 5 m and the pipeline diameter d = 0.5 and the
Figure 4a illustrate the response of the system.
Likewise, the second test example had the
pipeline length L = 1 m and the pipeline diameter
d = 0.85 and the Figure 4b. illustrate the response
of the system.

a)

b)

Figure 5: Servo hydraulic system response
with straight pipeline for turbulent flow a)
first example data b) second example data.

2. After disturbances ζs
 For laminar flow Re = 2000(Re<
2300 )

a)

It was noted that after a disturbance source, the
laminar flow was completely developed after a
distance and by tacking ξs ≈ 1.21, the system
response is shown in Figure 6.

b)

Figure 4: Servo hydraulic system response
with straight pipeline for laminar flowa) first
example data b) second example data.
 For turbulent flow Re = 4000 ( Re> 2300)
It was noted that turbulence generated locally did
not immediately affect conditions across the
whole cross-section, but as the flow proceeded
downstream, the turbulence spread across the
flow [12].
Accordingly, the first test example had the
pipeline length L = 5 m and the pipeline diameter
d = 0.5 and the Figure 5a. illustrate the response

Figure 6: Servo hydraulic system response
with pipeline of laminar flow after
disturbances ζs.
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 For turbulent flow Re = 4000 |( Re>
2300)

Likewise, after assuming as example thatϕ= 30,
then ξ= 0.525; the response is shown in Figure
10b.Tacking further as example ϕ= 180, then ξ=
0.775.

In particular, the turbulent flow was completely
developed at a distance after a disturbance source
and by tacking ξs = 0.09, the system response is
shown in Figure 7.

a)

b)

Figure 9: a) Increase of the accelerating area.
b) The loss coefficient

area relationship with the angle
 as
parameter at increase of area.

Figure 7: Servo hydraulic system response
with pipeline of turbulent flow after
disturbances ζs.
3. At a single disturbance source ζ
Specifically,the single disturbance source
ζdepended on the pipe connections to reservoir:

3.1 Pipe connections to reservoir
Specifically, tacking ξs = 0.5, the system
response is shown in Figure 8.

a)
a)

b)

Figure 10: The servo hydraulic system
response with increase of the pipeline area a)
first example data b) second example data.

b)

Figure 8: a) Pipe connections to reservoir
b)Servo hydraulic system response with the
pipe connections to reservoir.

3.2.2 Decrease of the area (diffusing)
Decrease of the area: The loss factor is
described by ζ = ζ0 * α, whereα was taken from
Table (1) and ζ0 for different geometries was
drawn from the previous section on Pipe
Connections to Reservoir, as shown in Figure 11.
Meanwhile, the uncompensated disturbance
source factor ζs0 was taken from the section on
Disturbance Source Factor, ζs. According to von

3.2 Area variations in the pipe having
an:
3.2.1 Increase of the accelerating area as shown
in Figure 9.
Further assuming that the diameter of the pipe
was increasing, where d1= 0.4 m, d2 = 1m, and
with a specific angle as shown in Figure 9, the
system response is shown in Figure 10a.
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Mises, ζs applies in a similar way as in
equation(3).

(0.51)and ζ = 0.0459; the result is shown in
Figure (13a) Similarly, using as second example
by tacking d1=0.75m and d2= 0.2m, then in Table
(1), α is (0.91) and ζ = 0.0819, andthe figure 13b
illustrate the response of the system.

Table 1: The α factor according to the
dimeters ratio
d2 / d1
α

0.9
0.19

0.8
0.37
𝑑

0.7
0.51

3

ζs = ζ𝑠0 �1 − � 2� �
𝑑1

0.5
0.76

0.3
0.91

0.1
0.99

… (3)

Figure 11: Schematic diagram for decrease
of the area.

 For laminar flow Re = 2000(Re<
2300 )

a)

By tacking ξ0 = ξs = 1.12 and assuming
d1=1m and d2= 0.5 as an example, then from
Table (1),α is (0.51) and ζ = 0.6171, and the result
is shown in Figure (12a). Likewise, as second
example, assuming d1=0.75 m and d2= 0.2m then
in Table (1) α is (0.91) & ζ = 1.1011 and the
figure 12b illustrate the response of the system.

b)

Figure 13 : Servo hydraulic system response
turbulent flow decrease of the pipeline area a)
first example data b) second example data.

3.3 Pipe bend
Assuming the pipe is bent into a specific angle,
as shown in Figure 14a, and using as example ϕ=
40, then in the Table (2) and Table (3),ξ= 0.27
could be calculated from equation(4) and the
system response is shown in Figure 14b.
ϕ
ξ = ξ90
… (4)

a)

90

Table 2: Pipe bend ratios

d/r
ξ90

0.2
0.13

0.4
0.14

0.6
0.16

0.8
0.21

1
0.29

Figure 12 : Servo hydraulic system response
for laminar flow decrease of the pipeline area
a) first example data b) second example data.
 For turbulent flow Re = 4000 |( Re> 2300)
By tacking ξ0 = ξs = 0.09 and assuming d1=1m
and d2= 0.5 as an example, then in Table (1), α is
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a)

Figure 15: Structure of the servo hydraulic
system with the self-tuning PID controller.

b)

Figure 14: a) Shape of the bent pipe
b) Servo hydraulic system response with the
bent pipe.

Previous literature stated that the three main
parts of fuzzy inference are the construction under
Mamdani model. First is the fuzzification of the
input, in particular,the feedback error e(t) and the
derivative of error de(t)/dt are two inputs to the
fuzzy logic inference engine. Second is the rule
base and third is the defuzzification with some
adjustment to get the better value for Kp, Ki, and
Kd , as in Figure 16 illustrated the fuzzy inference
block.

2) Proportional integral derivative
(PID) controller tuned by fuzzy logic
technique
In order to have an excellent performance of a
servo hydraulic system, a proper controller is
required. PID controller is commonly used to
improve the system response, mostly because it
is easy to operate and very strenuous as well.
Settling time, error steady state, rise time and
overshoot are the system specifications needed
to be enhanced by fine-tuning the value of the
PID controller parameters Kp, Ki, and Kd, since
each parameter has its own specificmission. It
could be represented mathematically as in
equation (5)
𝑡
𝑑𝑒(𝑡)
𝑢(𝑡) = 𝐾𝑝 . 𝑒(𝑡) + 𝐾𝑖 . � 𝑒(𝑡)𝑑𝑡 + 𝐾𝑑 .
𝑑𝑡
0
… (5)
tacking e(t) is the error signale(t) = xd(t) – x(t).

Figure 16 : Fuzzy inference block

Moreover, to ensure gratecontroller execution,
an intelligent techniques used for tuning the
parameters Kp, Ki and Kd, until reaching suitable
values for the required response.
Hence, this study presented an execution of the
suggested self-tuning fuzzy PID controller for the
position controlling diversity of a servo hydraulic
system. The self tuning fuzzy PID controller was
a collection of a classical PID controller and
fuzzy logic technique. It should be well-known
that thetuning of Kp, Ki, and Kdwhich are the three
parametersof the PID controller by fuzzy
technique algorithm is aself-tuning fuzzy PID
controller [10 13] as illustrated in Figure 15.
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The study assumed that the variable varieties
of the PID controller parameters are Kp, Ki, and
Kdas following:�𝐾𝑝𝑚𝑖𝑛 , 𝐾𝑝𝑚𝑎𝑥 �, [𝐾𝑖𝑚𝑖𝑛 , 𝐾𝑖𝑚𝑎𝑥 ]
and [𝐾𝑑𝑚𝑖𝑛 , 𝐾𝑑𝑚𝑎𝑥 ], respectively. The variety of
calculating each parameter was established on
high inference qualifications that based on getting
a proper rule base from the PID controller
simulated model. The sort of each parameter is as
follows: 𝐾𝑝 ∈ [10 300], 𝐾𝑖 ∈ [5 20], and
𝐾𝑑 ∈ [0.5 0.8]. Therefore, an adjustment over the
interval [0, 1] can be made likewise as follows up:
𝐾𝑝 − 𝐾𝑝 𝑚𝑖𝑛
𝐾𝑝 − 10
𝐾𝑝′ =
=
𝐾𝑝 𝑚𝑎𝑥 − 𝐾𝑝 𝑚𝑖𝑛
300 − 10
𝐾𝑖 − 𝐾𝑖 𝑚𝑖𝑛
𝐾𝑖 − 5
′
𝐾𝑖 =
=
𝐾𝑖 𝑚𝑎𝑥 − 𝐾𝑖 𝑚𝑖𝑛
20 − 5
𝐾𝑑 − 𝐾𝑑 𝑚𝑖𝑛
𝐾𝑑 − 0.5
=
𝐾𝑑′ =
𝐾𝑑 𝑚𝑎𝑥 − 𝐾𝑑 𝑚𝑖𝑛
0.8 − 0.3
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system using mathematical equations by usingthe
MATLAB
program
and
likewise
by
consideringthe hydraulic system nonlinearities.
As a result, the open loop response showed a
greater, although different,steady-state error for
each pipeline type used. Accordingly, the steadystate error has been advance after using and
tuning the PID controller using a fuzzy logic
technique. The numerically simulated study
shows that the suggested self-tuning PID
controller get a significantly better performance in
tracking accuracy of 1% for the steady-state error
as compered by 6% classical PID controller.

Hence, we obtain: 𝐾𝑝 = 290 𝐾𝑝′ + 10, 𝐾𝑖 =
15 𝐾𝑖′ + 5 and 𝐾𝑑 = 0.3 𝐾𝑑′ + 0.5

Accordingly, themembership functions for both
inputs and outputs, as well as in the fuzzy rules
are contingent on type of input-output signal
consideration and the control aim. Founded on the
membership function for thefuzzy rules was
achieved as set in Table 4.The used linguistic
variables for input were Negative (N), Zero (Z),
and Positive (P), while the linguistic variables
used for output were Small(S), Medium (M), and
Big (B). Since the three linguistic variables that
had been set, accordingly, nine (9) fuzzy rules. In
addition, the certain values that were sent to PID
controller parameters got from the defuzzification
centroid method. Furthermore, the complete
system was developed using Matlab Simulink
environment.
It can be concluded from the results abovementioned, that the PID controller parameter has
enhanced the error of the response of the system
as shown in Figure17. The error ratio is set to be
1%. The controller output is illustrated in Figure
18.
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اﺳﺗﻘﺻﺎء وﺗﻌزﯾزاﺳﺗﺧدام أﻧواع ﻣﺧﺗﻠﻔﺔ ﻣن اﻷﻧﺎﺑﯾب ﻣﻊ اﻟﻧظﺎم اﻟﮭﯾدروﻟﯾﻛﻲ ﺑﺎﺳﺗﺧدام
اﻟﻣﺳﯾطراﻟﺗﻧﺎﺳﺑﻲ -اﻟﺗﻛﺎﻣﻠﻲ -اﻟﺗﻔﺎﺿﻠﻲ اﻟ ٌﻣﻧﻐم ﺑﺎﻟﻣﻧطق اﻟ ُﻣﺿﺑب
ﺷﯾﻣﺎء ﻣﺣﻣود ﻣﮭدي
ﻗﺳم ھﻧدﺳﺔ اﻟﺳﯾطرة واﻟﻧظم ،اﻟﺟﺎﻣﻌﺔاﻟﺗﻛﻧوﻟوﺟﯾﺔ  -ﺑﻐداد

اﻟﺧﻼﺻﺔ :

ﯾﮭدف ھذا اﻟﺑﺣث اﻟﻰ ﻋﻣل دراﺳﺔ ﻋن ﺗﺄﺛﯾر ﻣﺟﻣوﻋﺔ ﻣﺧﺗﻠﻔﮫ ﻣن اﻻﻧﺎﺑﯾب ﻋﻠﻰ اﻟﻧظﺎم اﻟﮭﺎﯾدروﻟﯾﻛﻲ واﻟذي ﺳﯾﺗم
ﺗﻌزﯾزه ﺑﺎﻟﻣﺳﯾطر اﻟﺗﻧﺎﺳﺑﻲ -اﻟﺗﻛﺎﻣﻠﻲ –اﻟﺗﻔﺎﺿﻠﻲ اﻟﻣُﻧﻐم ﺑذﻛﺎء اﻟﻣﻧطق اﻟﻣُﺿﺑب .وﯾﺗم ذﻟك ﻋن طرﯾق دراﺳﺔ ﻣوﺳﻌﮫ
ﻟﻠﻣﻌﺎدﻻت اﻟرﯾﺎﺿﯾﮫ وﻟﻌدة اﻧواع ﻣن اﻻﻧﺎﺑﯾب ﻣﻊ اﺧﺗﻼف ﻣواﺻﻔـﺎﺗﮭﺎ ﻛﻣــﺛﺎل) :اﻟﺗﻐﯾﯾر ﻓﻲ اﻗطﺎر اﻻﻧﺎﺑﯾب ،وﺟود
ﻣﺻﺎدر ﻣﺳﺑﺑﮫ ﻟﻼﺿطراﺑﺎت ،وھﻛذا ( .ان ﺗﺄﺛﯾر اﻻﻧﺎﺑﯾب اﻟﻣﺳﺗﺧدﻣﮫ ﻋﻠﻰ اﻻزاﺣﺔ اﻟﺧطﯾﺔ ﻟﻠﻧظﺎﻣﺗم اﺧﺗﺑﺎرھﺎ ،وﺣﯾث
ان اﻟﻧظﺎم اﻟﮭﺎﯾدروﻟﯾﻛﻲ ﻣن اﻻﻧظﻣﮫ اﻟﺗﻲ ﯾﺻﻌﺑﺎﻟﺳﯾطرة ﻋﻠﯾﮭﺎﺑﺳﺑب اﻟﺗﺎﺛﯾرات اﻟﻼﺧطﯾﺔ واﻟﺗﻌﻘﯾدات وذﻟك ﻣن ﺧﻼل
دراﺳﺔ ﻣﻌﺎدﻻت اﻟﻧظﺎم اﻟرﯾﺎﺿﯾﮫ ﻓﻘد ﺗم اﺳﺗﺧدام اﻟﻣﺳﯾطر اﻟﺗﻧﺎﺳﺑﻲ -اﻟﺗﻛﺎﻣﻠﻲ –اﻟﺗﻔﺎﺿﻠﻲ اﻟﻣُﻧﻐم ﺑذﻛﺎء اﻟﻣﻧطق اﻟﻣُﺿﺑب
ﻟﺗﺣﺳﯾن ﻧﺗﺎﺋﺞ اﻟﻧظﺎم اﻟﮭﺎﯾدروﻟﯾﻛﻲ .اظﮭرت اﻟﻧﺗﺎﺋﺞ ان ﻟﻠﻧﻣﺎذج اﻟرﯾﺎﺿﯾﮫ اﻟﻣﺳﺗﺧدﻣﺔ ﻟﻼﻧﺎﺑﯾب ﺗﺄﺛﯾر ﻣﻌﺗﺑر ﻋﻠﻰ اداء
اﻻزاﺣﺔ اﻟﺧطﯾﺔ ﻟﻠﻧظﺎم وﺣﺳب ﻧوع اﻻﻧﺑوب اﻟﻣﺳﺗﺧدم .ﻋﻼوة ﻋﻠﻰ ذﻟك ،اظﮭرت اﻟﻧﺗﺎﺋﺞ ﺗﺣﺳن واﺿﺢ ﻓﻲ ﻣواﺻﻔﺎت
زﻣن اﺳﺗﺟﺎﺑﺔ اﻟﻧظﺎم وﺗﻘﻠﯾل ﻓﻲ اﻟﺧطﺎ ﺑﻌد اﺳﺗﺧدام اﻟﻣﺳﯾطر اﻟﻣﻘﺗرح.
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